
Stewardship Engineering EHS

# people  million 
gallons/day

# days demand 
not met

# blockages 
with damage 

in home
# occurrences # occurrences

Max Specific 
Conductance 
(umhos/cm)

% requiring 
pump out $ % of Budget % of Budget % within 

budget % on time
# of OSHA 
recordable 

injuries
Flow (cfs) ‰

Fecal Coliform 
Bacteria 

(cfu/100ml)

≥ 1,500 < 7.7 Zero Zero Zero Zero <1542 ≤ 10 ≥ $9,894,657 ≥ 95% ≥ 85% but   
≤ 105% ≥ 80% ≥ 80% Zero mean ≥ 69 min ≥ 20 ‰ 90% of sites      

≤ 200

≤ 1,500 < 8.8 ≥ 2 1 ≤ 2 1 ≤1875 ≤ 15 < $9,894,657 ≥ 90% ≥ 80% ≥ 60% ≥ 60% - mean ≥ 35 min ≥ 10 ‰ 2 or more sites 
>200 but ≤ 400

≤ 1,250 ≥ 8.8 ≥ 9 ≥ 2 > 2 ≥ 2 >1875 > 15 < $5,557,057 < 90% < 80% or > 
105% < 60% < 60% ≥ 1 min < 35 min < 10 ‰ ≥ 2 sites > 400

1,691 6.7 0 0 1 1 1,162  $   21,205,340 101% 86% 95% 87% 0 108 22 1 > 200

2,118 6.8 1 0 1 0 1,029  $   25,550,033 105% 91% 88% 52% 0 132 20.0 1 > 200

2,120 6.8 0 0 1 0 978 11  $   27,415,251 102% 104% 95% 86% 0 140 21.9 1 > 200

2014 Oct 1,850 6.9 0 0 0 0 950 2  $   28,216,647 98% 85% 100% 100% 0 256 16.5 0 > 200

Nov 1,619 6.8 0 1* 1 0 1051 5  $   28,259,002 101% 79% 100% 100% 1 109 27.9 0 > 200

Dec 1,428 6.8 0 0 1 0 1156 25  $   26,991,666 110% 167% 100% 100% 0 57 29.9 0 > 200

2015 Jan 2,913 7.1 0 0 1 0 1156 22  $   27,434,172 107% 147% 100% 100% 1 32 29.5 0 > 200

Feb 2,880 7.3 0 0 3 0 1150 11  $   28,441,095 105% 135% 100% 83% 0 34 28.9 0 > 200

Mar 2,188 7.4 0 0 2 0 1084 10  $   27,700,987 105% 128% 100% 83% 1 120 13.8 0 > 200

Apr 1,994 7.1 0 0 1 0 1047 15  $   29,021,808 107% 123% 100% 75% 0 18 31.3 0 > 200

May 1,679 6.5 0 0 1 0 1088 20  $   30,492,614 107% 120% 84% 75% 0 9 31.3 0 > 200

June 3,241 6.2 0 0 0 0 1135 15  $   29,691,353 106% 116% 84% 75% 0 28 29.8 0 > 200

July 3,276 6.2 0 1 0 0 1208 14  $   30,937,341 107% 113% 75% 75% 0 53 29.9 0 > 200

Aug 1,849 6.4 0 0 0 0 1128 6  $   30,471,102 109% 111% 75% 67% 0 78 23.8 Incomplete

Sept 1,359 6.8 1 0 1 0 1097 5  $   31,672,070 108% 110% 84% 50% 1 223 9.5 0 > 200

Oct 1,604 6.4 0 0 1 0 978 18  $   31,318,759 96% 70% 100% 89% 0 83 25.3 0 > 200
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LOXAHATCHEE RIVER DISTRICT'S EXECUTIVE DASHBOARD
Wastewater General Business River Health
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Metric Explanation
Sewer Overflow On October 19th an air release valve located on the wastewater force main parallel to Tequesta Drive and just east of the bridge failed resulting in a sewer overflow. The failure was addressed and repaired. 

Operating Expense October is the first month of our fiscal year, and we spent less than projected using a straight-line projection method. The shift from over budget in September to under budget in October coincides with implementation of the new fiscal year. 
Grease Interceptors 18% of inspected grease interceptors required a pump out due to significant grease accumulation. Grease interceptors provide critical pretreatment at commercial food service establishments, because they prevent grease from entering and damaging our sewer system. 


